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Certificate of Compliance 
 

Issued to:       BARTEC FN Srl 
 
Certificate Number:      SIR2025NL2923-01 
 
Dated:       20-6-2025 
 
Equipment Tested:      Cable glands (PAP / PAP...R and PAP...B) 
                                                                                                                
         
 
 
 
This is to certify that the BARTEC series of Cable Glands (PAP / PAP...R and PAP...B), sizes 7,8 
and 9, identified in the attached report, were wet deluge tested and are considered to comply 
with the relevant requirements of Shell DTS:01 “TEST SCHEDULE FOR ELECTRICAL EQUIPMENT 
TO BE INSTALLED IN AREAS SUBJECT TO WATER DELUGE SYSTEMS” as amended, August 1991. 
 
 
 
 
 
SIRON test engineer Signed: ……  …………………………………… 
Laurens Angenent 
 
 
SIRON project manager Signed: …………  …………………  
David Loonen 
 
 
 
 
 
 
 
 



 

 
 
Each gland was installed in a standalone junction box before being subjected to a deluge 
release for a period of 3 hours as per Section 4.4 in Shell Standard DTS:01.  
 
The firewater was pre-conditioned with a sodium chloride (NaCl) solution at a rate of 35g per 
liter before being pumped through K-80 Medium Velocity deluge nozzles at 4.0 bar as per 
Sections 3.5, 3.6 and 3.7 in Shell Standard DTS:01. 
 

Sample 
Reference 

Cable Type 

Deluge 
protected 

with respect 
to enclosure 

Deluge 
protection with 
respect to the 
cable armour 

area. 

Deluge protected 
with respect to 

stainless steel rod 
equivalent to cable 

inner and outer 
sheath size 

Sealing 
Material 

CABLE GLAND 
TYPE PAP / 

PAP...R / PAP...B 
Size 7 

Stainless steel 
rod equivalent 
to cable inner 

and outer 
sheath size 

Yes 

 
 

Yes Yes Silicon 

CABLE GLAND 
TYPE PAP / 

PAP...R / PAP...B 
Size 8 

Stainless steel 
rod equivalent 
to cable inner 

and outer 
sheath size 

Yes 

 
 

Yes  
 

Yes Silicon 

CABLE GLAND 
TYPE PAP / 

PAP...R / PAP...B 
Size 9 

Stainless steel 
rod equivalent 
to cable inner 

and outer 
sheath size 

Yes 

 
 

Yes  Yes Silicon 

 
 
 
 
 
 














