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Cert NO.GYJ16.1273X

This is to certify that the product
Visual Unit POLARIS

manufactured by BARTEC GmbH
(Address:Max-Eyth Strasse 16, D-97980 Bad Mergentheim, Germany)

which model is 17-71Va-becdel/fghijklm

Ex i Ex db eb gb [ib op pr] IIC T4; Ex tD A21 IP6X T120°C
X marking Exib IIC T4; Ex 1bD 21 T120

product standard /
11-71V0-6503, 11-71V1-6502,
. 11-71V1-6503, 11-71V1- 6504 11-71V1-6532,
drawing number  j1_71v2- 6501, 11-71V2-6502, 11-71V2- 6503
11-7 1V2—6504, 11—71V2—6505, 11-7 1V2-6506,
11-71V3-6501, 11-71VZ-6509, 11-71VZ-6513

has been inspected and certified by NEPSI, and that it conforms
GB 3836.1-2010,GB 3836.2-2010,GB 3836.3- 2010 GB 3836.4-2010,

o GB 3836.7-2004,GB 12476.1 2013 GB 12476.4- 2010 GB 12476.5- 2013
IEC 60079-28: 2006

This Approval shall remain in force until ~ 2021.07.07

Remarks 1.Conditions for safe use are specified in the attachment(s) to this certificate.
2.Symbol "X placed after the certification number denotes specific conditions of use,

which are specified in the attachment(s) to this certificate.
3.Model designation is specified in the attachment(s) to this certificate.
4.Intrinsic safety parameters specified in the attachment(s) to this certificate.

Director T Zuwpds

National Supervision-and Inspection Centre for
Explosion Protection and Safety ‘of Instrumentation

Issued Date 2016.07.08"

This Certificate is valid for products compatible with the documents and samples approved by NEPSI.

103 Cao Bao Road http://www.nepsi.org.cn Tel: +86 21 64368180
Shanghai 200233, China Email: info@nepsi.org.cn Fax: +86 21 64844580
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